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Calculation Summary

Label CalcType Units Avg Max Min

BLDG A EAST PARKING Illuminance Fc 0.31 1.7 0.0

BLDG A SOUTH PARKING Illuminance Fc 0.26 1.6 0.0

BLDG B AND C WEST PARKING Illuminance Fc 0.55 1.7 0.0

BLDG B EAST PARKING Illuminance Fc 0.59 2.27 0.07

BLDG B SOUTH PARKING Illuminance Fc 0.63 1.7 0.2

BLDG D AND E NORTH PARKING Illuminance Fc 0.54 1.6 0.0

BLDG E EAST PARKING Illuminance Fc 0.63 1.7 0.1

BLDG E SOUTH PARKING Illuminance Fc 0.54 1.7 0.0

BLDG F NORTH AND EAST PARKING Illuminance Fc 0.19 1.7 0.0

BLDG F SOUTH PARKING Illuminance Fc 0.43 3.5 0.0

SOUTHEAST ENTRY Illuminance Fc 0.88 4.32 0.06

WEST DRIVE WAY Illuminance Fc 0.55 1.5 0.0

Luminaire Schedule

Tag Qty Arrangement LLF Description Lum. Lumens

SA 17 SINGLE 0.950 M2XX-T3-32LED-3K-450 3136

SB 14 SINGLE M2XX-T5-32LED-3K-450 3185

W1 23 SINGLE DSXW1 LED 20C 350 30K T3M MVOLT 2760

Mounting Height Above Finished Grade

16

16

12

Lum. Lumens

3000 k

3000 k

3000 k

0.950

0.950

BL 19 SINGLE 0.950 IRSNA LM-63-1995 728

00

3000 k

BA68_LF06

MM-LED-e72-MFL-12-C, RM-MM-LED-e72-MFL-12-C, SN-MM-LED-e72-MFL-12-C, ST-MM-LED-e

Calculation Summary

Label CalcType Units Avg Max Min

Site Sign A Fa_Side_3 Illuminance Fc 24.49 73.94 0.30

Site Sign No 5a_Side_3 Illuminance Fc 28.43 91.58 1.44

Site Sign No 6_Side_3 Illuminance Fc 11.29 39.87 0.24

Luminaire Schedule ( SIGN LIGHTING)

Tag Qty Arrangement LLF Description Lum. Lumens

Q 5 SINGLE 0.650

L 2 SINGLE

MH

0

0

Lum. Lumens

3000 k

3000 k0.650

1253

176

BA68_LF06MM-LED-e72-MFL-12-C, RM-MM-LED-e72-MFL-12-C, SN-MM-LED-e72-MFL-12-C, ST-MM-LED-eCalcType UnitsIlluminance FcIlluminance FcIlluminance FcLLF Description0.6500.650

Q Q Q Q

73.09 80.97 88.63 91.58 86.38 86.23 91.04 88.46 84.88 89.87 91.16 84.17 76.85 49.80

18.91 22.14 24.50 25.21 24.47 24.49 25.22 24.80 24.24 24.97 24.85 22.98 20.36 15.32

4.22 5.26 5.83 6.08 6.10 6.14 6.21 6.16 6.09 6.08 5.93 5.44 4.66 3.54

1.53 1.86 2.10 2.23 2.28 2.32 2.33 2.32 2.29 2.25 2.15 1.97 1.65 1.44

CalcType Units AvgIlluminance Fc 0.31Illuminance Fc 0.26Illuminance Fc 0.55Illuminance Fc 0.59Illuminance Fc 0.63Illuminance Fc 0.54Illuminance Fc 0.63Illuminance Fc 0.54Illuminance Fc 0.19Illuminance Fc 0.43Illuminance Fc 0.88Illuminance Fc 0.55LLF Description0.950 M2XX-T3-32LED-3K-450M2XX-T5-32LED-3K-450DSXW1 LED 20C 350 30K T3M MVOLT Mounting Height Above Finished Grade1616120.9500.9500.950 IRSNA LM-63-1995 00

Q

68.19 72.47 73.94 66.76

25.22 25.59 27.54 24.83

1.45 1.51 1.66 1.43

0.30 0.36 0.34 0.30

LL

8.98 29.42 18.05 18.06 29.41 9.03

10.37 39.85 26.77 30.26 39.87 11.87

2.34 13.28 9.92 13.09 13.26 3.72

0.61 1.49 2.13 2.14 1.50 0.61

0.24 0.47 0.69 0.68 0.47 0.26
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